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GENERAL NOTES

1. PROVIDE BALANCING DAMPER AT EACH DIFFUSER, REGISTER, GRILLE, AND
BRANCH TAKE OFF IN ALL SUPPLY, RETURN, AND EXHAUST DUCTWORK. LOCATE
BALANCING DAMPER AS CLOSE TO BRANCH TAKE OFF AS POSSIBLE.

2. DUCT SIZE TO DIFFUSERS, REGISTERS, AND GRILLES SHALL BE SAME AS NECK
SIZE UNLESS OTHERWISE NOTED.

3. DUCT SIZE TO AIR TERMINAL DEVICES SHALL BE SAME AS INLET SIZE UNLESS
OTHERWISE NOTED.

4. COORDINATE DIFFUSER, REGISTER, AND GRILLE LOCATION WITH REFLECTED
CEILING PLAN.

5. PROVIDE FLEXIBLE DUCTWORK FOR FINAL CONNECTIONS TO SUPPLY
DIFFUSERS, REGISTERS, AND GRILLES. FLEXIBLE DUCT SIZE SHALL BE SAME AS
NECK SIZE OF DIFFUSER OR GRILLE. REFER TO SPECIFICATIONS FOR
REQUIREMENTS.

6. FIRE SMOKE DAMPER MOTOR SHALL BE MOUNTED ON THE SIDE  OF THE
SLEEVES.  WHERE THERE IS NOT ADEQUATE SPACE TO MOUNT MOTORS ON
SIDE, MOTORS SHALL BE MOUNTED ON BOTTOM OF SLEEVES. BOTTOM
MOUNTED DAMPER ASSEMBLY SHALL BE PROVIDED FROM MANUFACTURER, NOT
MODIFIED IN THE FIELD OR TURNED 90 DEGREES TO BE USED IN A BOTTOM
MOUNTED APPLICATION.

7. COORDINATE DUCT CROSSINGS THROUGH PLUMBING CHASES WITH PLUMBING
EQUIPMENT AND PIPING.

8. LOCATE AIR TERMINAL DEVICES TO ALLOW ACCESS TO DEVICE CONTROLLERS
AND PIPING.

9. PROVIDE DUCT LINING AS SPECIFIED IN 23 3114 (DUCTWORK).

10. SEE ENLARGED OFFICE PLAN ON SHEET M6.5.0  FOR TYPICAL  PERIMETER
OFFICE.

KEYED NOTES

COORDINATE SUPPLY/EXHAUST CONNECTION
LOCATION AND SIZE WITH ENVIRONMENTAL ROOM
MANUFACTURER. 25 CFM EACH

4" DIA. STAINLESS STEEL DROP TO EQ-001 AND EQ-002.
PROVIDE 6" DIA. THIMBLE THAT STOPS 2" ABOVE
EQUIPMENT EXHAUST OPENING. COORDINATE
LOCATION WITH EQUIPMENT 150 CFM EXHAUST

SEE DETAIL 11 ON SHEET M6.2.0 FOR FLOOR MOUNTED
FAN COIL UNIT.

COORDINATE FINAL CONNECTION WITH FUME HOOD
MANUFACTURER.  485 CFM.

COORDINATE FINAL CONNECTION WITH FUME HOOD
MANUFACTURER.  785 CFM.

HEIGHT OF LINEAR DIFFUSER TO BE COORINATED
WITH ARCH.  LINEAR DIFFUSER TO BE CONTINUOUS,
COORDINATE LENGTH WITH ARCH.  DIFFUSER TO
ALLIGN WITH SPECIFIC INTERIOR ELEMENTS.

SEE DETAIL 1 ON SHEEET M6.3.0 FOR EXHAUST HOOD

PROVIDE LOCAL ON/OFF WALL SWITCH WITH
TAMPERPROOF COVER TO CONTROL EF-6.  PROVIDE
SIGNAGE TO NOTIFY OCCUPANTS THAT FAN SHALL BE
USED ONLY IN CASE OF EMERGENCY.

4" VENT AND CA UP THROUGH ROOF WITH GOOSE
NECK. EXTEND A MINIMUM OF 6' ABOVE ROOF.

O2 MONITOR.
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